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WIRING DIAGRAM

CONTROLLER PEDESTAL
MYERS # MEUG-M100-OPK
(OR APPROVED EQUAL)

(Remavable)

7) ALL TERMINALS APPROVED COPPER OR ALUMINUM WIRE.

8) ALL WIRING TO BE COPPER, FACTORY [NSTALLED.

9) HINGED WEATHERPROOF DOOR WITH PADLOCK PROVISION.

10) STANDARD FINISH: ENVIRONMENTAL GREEK BAKXED ENAMEL CONFORMING
TO ASTM-B117 SPECIFICATIONS, OVER CORROSION RESISTANT ZINC
CHROMATE PRIMER.
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